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Abstrak 

Meisya Eka Yuliana 

PERBEDAAN LAMA WAKTU PAPARAN SINAR UV-C TERHADAP 

DAYA BUNUH BAKTERI ESCHERICHIA COLI PADA  

AIR MINUM DI PT. SIPATEX PUTRI LESTARI 
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Pengolahan desinfeksi pada air minum dibutuhkan untuk mencegah terjadinya 

penyakit dan memperoleh kebutuhan air minum yang sesuai dengan pesyaratan. PT. 

Sipatex Putri Lestari merupakan industri yang menyediakan air minum bagi 

karyawan, akan tetapi  jumlah bakteri Escherichia coli pada air minum di PT. 

Sipatex Putri Lestari tidak memenuhi syarat, yaitu rata-rata sebesar 16/ 100 ml. 

Penelitian ini bertujuan untuk mengetahui variasi waktu paparan pemaparan sinar 

UV-C terhadap penurunan jumlah bakteri Escherichia coli pada air minum di PT. 

Sipatex Putri Lestari. Penelitian ini bersifat eksperimen dengan rancangan post-test 

with control, yaitu dengan 3 perlakuan variasi waktu paparan pemaparan sinar UV-

C yaitu 30 detik, 40 detik, dan 50 detik dengan banyak pengulangan sebanyak 6 

kali. Banyaknya sampel yang digunakan yaitu sebanyak 24 sampel, teknik 

pengambilan sampel yang digunakan dalam penelitian ini yaitu purposive 

sampling. Pengujian statistik dengan analisis bivariat dan univariat dengan uji 

Kruskal Wallis. Rata-rata persentase penurunan jumlah bakteri Escherichia coli 

waktu paparan 30 detik sebesar 85,86%, waktu paparan 40 detik sebesar 93,43%, 

dan waktu paparan 50 detik sebesar 100%. Penurunan yang paling tinggi yaitu pada 

waktu paparan selama 50 detik. Hasil penelitian menunjukkan variasi waktu 

paparan sinar UV-C yang bermakna terhadap penurunan bakteri Escherichia coli 

pada air minum di PT. Sipatex Putri Lestari.  
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DIFFERENCE OF UV-C LIGHTS CONTACT TIME AGAINTS THE 

KILLING POWER OF ESCHERICIA COLI IN PT. SIPATEX PUTRI 
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Drinking water procession is needed to prevent illness and to gain the needs of 

having a qualified drinking water. PT. Sipatex Putri Lestari is an industry which 

provide drinking water for their employees. The Escherichia coli number in PT. 

Sipatex Putri Lestari drinking water isn’t eligible due to the average number of the 

bacteria on 16 colonies / 100 ml. The purpose of this research is to find out the 

result of UV-C lights contact time variation for reducing the number of Escherichia 

coli bacteria in PT. Sipatex Putri Lestari’s drinking water. This research is an 

experimental research with post-test with control design, which are 3 different UV-

C lights contact time variation on 30 seconds, 40 seconds, and 50 seconds with 6 

times of repetition. There are 24 samples used on this research. The sampling 

technique used in this research is purposive sampling. Statistic test used was 

bivariate and univariate with Kruskal Wallis test. Based on the test result, the 

average presentation of the Eschericia coli degression are 85,86% for 30 seconds 

contact time, 93,43% for 40 seconds contact time, and 100% for 50 seconds contact 

time. The highest degression is on the 50 seconds contact time. The result of this 

research is that there are differences on UV-C lights contact time variation to reduce 

the Escherichia coli bacteria in PT. Sipatex Putri Lestari’s drinking water. 
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